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Only 240 Volt - Electric Resistance Heaters, Heat Pumps and 
Boilers Are allowed to be Sub-Metered.  

100:5 CT If load is 25kW or Less
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McLean Electric Cooperative Sub-Metered Electric Heat Schematic

200:5 CT If load is 25kW or Larger

Fans, Pumps, Water Heaters, Hot Tubs, and 120 volt circuits are not eligable for Sub Metered rate.

H1 Side of CT faces L1 in Panel

*Verify L1 Polarity on Parallel Services.  If Polarity is Wrong, the Voltage indicator on the Meter will Point to the Left. 
 The Arrow Should be Pointing to the Right 


